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661—201.5 (100) Recognition of local fire ordinances and enforcement.   With the exception of a
health care facility subject to the requirements of 661—Chapter 205, a building, structure, or facility
shall be deemed to be in compliance with the requirements established in rules of the fire marshal if all
of the following conditions are met:

1. The building, structure, or facility is in a local jurisdiction which has adopted a local fire
ordinance which adopts by reference any edition of the International Fire Code, published by the
International Code Council, 5203 Leesburg Pike, Suite 600, Falls Church, VA 22041; any edition of
NFPA 1, Uniform Fire Code, published by the National Fire Protection Association; or the Uniform
Fire Code, 1997 edition, published by the Western Fire Chiefs Association.

2. The local fire ordinance is enforced through a process of review and approval of construction
plans for compliance with the local fire ordinance and a process of regular inspections for compliance
with the local fire ordinance.

3. The building, structure, or facility is subject to regular fire safety inspections.
4. The local jurisdiction has verified, during its most recent inspection, including any follow-up

inspections, that the building, structure, or facility is in compliance with the local fire ordinance.
Notwithstanding any conflicting provisions contained in any code adopted by reference in this

chapter or by any local fire ordinance, compliance with the provisions of 661—Chapter 221 is required
at any location or facility in which flammable or combustible liquids are stored, handled, or used, other
than incidental use.
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